FIGURE 3
Conduit Service: Supply End

A. Supply From Our Conduit System

Our hand hole

Caution tape Do not enter or open existing electrical structures such as hand Or other facility

supplied and holes, transformer pads or switch vaults, when installing the pulling
installed by you line. Call CL&P at 1-800-286-2000 or 947-2000 in Hartford and ask
for the Electric Service Designer in the project area
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Note:
1. Provide suitable backfill (no rocks)
2. All conduit shall be inspected by the local municipal authority prior to backfilling.
3. Electric service sweeps shall be located on the pole side away from oncoming
traffic.
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